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230 kV Typical Double Circuit Figure 5.2-3
Tap Structure
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Elevation View Figure 5.2-4

230 kV Typical Double Circuit Tap Structure .
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Plan View Figure 5.2-5
230 kV Typical Double Circuit Tap Structure A Ft
Commonwealth Associates Inc.
Metcalf Energy Center 690 oo Jacksen, Micnigen




"‘

5|_0"
1'_6"
(MINIMUM)

"‘

1 l_6" _

|
"‘

3'_0"

SURFACE RESTORATION
AS REQ'D TO MATCH

EXISTING CONDITIONS

WARNING TAPE

3" PVC CONDUIT

OF 70 OR LESS

N:\DGN\CLIENTS\CLPINE\ 172012\CASYS.DGN

230 kV Underground Transmission Line
Typical Pipe-Type Cable System

Metcalf Energy Center

CAI

Figure 5.2-6

Prepared by
Commonwealth Associates Inc.

Jackson, Michigan
cers  consultants  construction Managers




